
Parameter Units
Acute 

Criteria
Chronic 
Criteria 3/7/2000 6/1/2000 9/6/2000 12/14/2000

Total Antimony mg/L -- -- <0.02 <0.02 <0.02 <0.02
Total Arsenic mg/L 0.069 0.036 <0.002 <0.002 <0.002 <0.002
Total Beryllium mg/L -- -- <0.02 <0.02 <0.02 <0.02
Total Cadmium mg/L 0.042 0.0093 <0.01 <0.01 <0.01 <0.01
Hexavalent Chromium mg/L 1.1 0.05 <0.01 <0.01 <0.01 <0.01
Total Chromium mg/L -- -- <0.02 <0.02 <0.02 <0.02
Total Copper mg/L 0.0024 0.0024 0.05 0.02 0.04 0.02
Free Cyanide mg/L <0.01 <0.01 <0.01 <0.01
Total Cyanide mg/L 0.001 0.001 <0.01 <0.01 <0.01 <0.01
Total Lead mg/L 0.21 0.0081 <0.02 <0.002 <0.002 <0.002
Total Mercury mg/L 0.0018 0.000025 <0.0002 <0.0002 <0.0002 <0.0002
Total Nickel mg/L 0.074 0.0082 <0.02 <0.02 <0.02 <0.02
Total Nitrate Nitrogen mg/L -- -- 3.6 0.52 3.68 0.2
Total Nitrite Nitrogen mg/L -- -- 1.4 0.07 0.23 0.1
Phenols mg/L -- -- <0.05 <0.05 <0.05 <0.05
Total Selenium mg/L 0.29 0.071 <0.002 <0.002 <0.002 <0.002
Total Silver mg/L -- -- <0.02 <0.02 <0.02 <0.02
Total Thallium mg/L -- -- <0.02 <0.02 <0.02 <0.02
Total Zinc mg/L 0.09 0.081 0.08 0.06 0.09 0.05
Appropriate Total Ammonia Nitrogen Acute Criteria1 (mg/L) 29 9.8 6.7 20
Appropriate Total Ammonia Nitrogen Chronic Criteria1 (mg/L) 4.4 1.5 1 3
Total Ammonia Nitrogen (mg/L) 21 13.5 2 22

Detection limit above the numerical chronic criteria
0.12 Measured value above the numerical chronic cirteria
0.05 Measured value above the numerical acute cirteria

1 - Total ammonia nitrogen criteria are based on temperature and salinity.  The criteria chosen for each sampling period are 
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